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Abstract 
Experimental results of flow boiling characteristics and flow patterns with 
acetone in two different microchannel heat sinks are presented in this paper. A 
semi-open microchannel heat sink and a straight microchannel heat sink with 19 
parallel microchannels each were designed and tested. The semi-open microchannels 
have a channel width of 0.8 mm, fin width of 0.4 mm and pedestal height of 0.2 mm 
and the straight microchannels have a rectangular cross section of 0.8 mm×1 mm. The 
experimental heat fluxes ranged from 0 to 90 kW/m
2
, vapor quality ranged from 0.05 
to 0.5, mass fluxes ranged from 4.34 to 15.62 kg/m
2
·s and the inlet temperatures were 
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20 and 30 C respectively. Compared to those in the straight microchannels, flow 
boiling heat transfer coefficients can be improved by up to 36.2%. Furthermore, flow 
patternss were observed with a speed video camera. The flow boiling heat transfer 
mechanisms are analyzed according to the observed flow patterns. 
NOMENCLATURE 
Ach total heat area of microchannels, m
2
 
cp specific heat of acetone, J/kgK 
CHF critical heat flux, W/m
2 
G mass flux, kg/m
2
s 
hfg latent heat of vaporization, kJ/kg 
htp local two-phase heat transfer coefficient, kW/m
2
K 
H height, m 
I the voltage and current, A 
k thermal conductivity, W/m·k 
L length of heat sink, mm 
Li distance from the inlet to thermocouple location in the downstream 
direction, m 
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m fin parameter 
 ̇ the mass flow rate, kg/s 
N number of electrical cartridge heaters 
ONB onset of nucleation boiling  
Pin pressure of inlet, Pa 
Pout pressure of outlet, Pa 
qin total power input, W 
qeff effective absorbed heat,W 
q"eff effective heat flux based on platform area, kW/m
2
 
R thermal resistance, C /W 
Ttci thermocouple reading, C 
Tin inlet fluid temperature, C 
Tout outlet fluid temperature, C 
Tw, tci channel bottom wall temperature at thermocouple location, C 
ΔTsct,tci wall superheat, C 
Tsat,tci local saturation temperature of thermocouple location, C 
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Tin inlet fluid temperature, C 
U voltage, V 
W width, m 
wc width of channel, m 
x thermodynamic vapor quality 
Greek symbols  
δ width of fin, m 
η fin efficiency 
λ thermal conductivity, W/mK 
φ the heat transfer ratio 
Subscripts  
Cu copper 
cell unit cell of channel 
cp cover plate 
fin fin 
tci thermocouple location  
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in inlet 
out outlet 
sat saturation 
tp two-phase 
c channel 
l1 channel length of closed section 
l2 channel length of open section 
INTRODUCTION 
With the rapid development of modern science and technology, flow boiling and 
two-phase flow in micro- and mini-channels play a significant role in cooling high 
heat flux in various engineering applications. Over the past decades, VLSI (vast large 
scale integrated) chips’ heat fluxes have already reached up to 300 W/cm2. The 
traditional cooling technology cannot meet the growing demand of heat dissipation in 
microelectronics and high-performance computer chips etc. Tuckerman and Pease [1] 
investigated heat transfer performance in microchannel heat sinks which have 
potential ability in electronic cooling. Mudawar [2] investigated flow boiling heat 
transfer in mini-channels and microchannels for high heat flux thermal management 
application. According to the existing studies, flow boiling in micro- and 
mini-channel heat sinks may provide high heat transfer rates and stable wall 
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temperature control. Therefore, a number of researchers have investigated flow 
boiling heat transfer and two-phase flow in micro- and mini-channels in multiple 
systems over the past decades [3-18]. This topic is still a “hottest” research area due to 
the very complicated phenomena and mechanisms involved in various channels. It is 
worth to conduct the relevant experimental and theoretical research on the relevant 
topics as pointed by Cheng and Xia [19]. 
Kandlikar et al. [3] reported that the inverse flow (bubbles expand against the 
current) was observed in parallel rectangle mini-channels with a hydraulic diameter of 
1 mm by using high speed camera. Steinke and Kandlikar [4] investigated the flow 
boiling pheromone of water in 6 parallel microchannels with a hydraulic diameter of 
207 μm. The results of visualization showed that the cause of inverse flow is a rapid 
increase of bubbles. Qu and Mudawar [5] researched that the max flow boiling heat 
transfer coefficient is 130 W/cm
2
 for the 21 parallel microchannels with a rectangular 
cross section of 231 μm × 713 μm.  
More recently, Shah [6] researched a new correlation for flow boiling both in 
macro and mini/micro channels using 4852 experimental heat transfer data points 
from 137 data sets from 81 study sources. The database contains experimental data 
with 30 different fluids, including water, CO2, ammonia, halocarbon refrigerants, 
organics and cryogens etc., the hydraulic diameters of the microchannels ranges from 
0.38 to 27.1 mm, different channel shapes (round, rectangle, triangle), fully or 
partially heated, horizontal and vertical downflow. The test conditions of the database 
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cover the mass flux from 15 to 2437 kg/m
2
s, the reduced pressure from 0.0046 to 
0.787. The mean absolute deviation for all data points is 18.6 %, lower than other heat 
transfer correlations in the literature. In addition, his study indicates that the function 
of Weber number and boiling number which is given by the new correlation both 
influence the border between macro-channels and mini-channels for flow boiling. 
Therefore, it is unreasonable that the classification of macro-channels and 
mini-channels just base on diameter or Bond number. 
Cheng and Xia [19] have presented a comprehensive review on the fundamental 
issues, mechanisms and models of flow boiling heat transfer in micro-channels. They 
compared several existing models and correlations and found that none of the exiting 
models can predict the whole database. They have pointed out that it is essential to 
further develop generalized mechanistic flow boiling heat transfer models. 
Huang and Thome [7] proposed a new multi-microchannel evaporator and a 
novel flow pattern-based model for local heat transfer prediction. R245fa and R236fa 
were tested in the new evaporator at three different outlet saturation temperatures. The 
experimental results showed that the heat transfer performance decreased at the 
single-phase thermal developing flow and then increased at the onset of saturated flow 
boiling, and finally it decreased again when the flow regime go into the annular flow 
pattern. The new flow pattern-based model uses 1,941,538 data points and the mean 
absolute deviation for all data points is 14.2% and 90.1% of the data predict within 
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±30%. This is very promising. It is suggested to verify the model with extensive 
experimental data with various working fluids.  
Cheng [8] conducted a comprehensive literature review on the critical heat 
flux (CHF) in microchannels and confined spaces. Quite different results and 
mechanisms are reported by various researchers. Furthermore, CHF of flow boiling 
(subcooled flow boiling and saturated flow boiling) in microchannels with various 
prediction methods are analyzed and discussed. CHF of nucleate pool boiling in 
confined spaces with prediction methods also are reviewed and discussed. He has 
indicated that flow regimes, flow instabilities, axial conduction, channel shape and 
number, heated length, fluid type, aspect ratio effect, the length-to-diameter ratio, and 
liquid film affect CHF and physical mechanisms should be considered in developing 
new models for CHF phenomena in micro-channels. 
Wu and Cheng [9] conducted a series of experiments of flow boiling in 
trapezoidal microchannels within the specific limits of mass flux and heat flux. And 
indicated that there are three instable models: (1) Single-phase flow (liquid) and 
two-phase flow alternate appearance at low heat flux and high mass flux; (2) 
Continuous two-phase flow can be observed at middle heat and mass flux and (3) 
Two-phase flow and single-phase flow (vapor) alternate appearance at high heat flux 
and low mass flux. Hetsroni et al. [10] conduced experimental study of flow boiling in 
a parallel triangular microchannel heat sink and observed a good temperature 
uniformity, because the temperature difference on the surface is about 4-5C. Chen et 
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al. [11] studied the heat transfer performance of subcooled flow boiling in narrow 
annular (1 mm and 2 mm). They concluded that the flow boiling has palpable 
hysteresis quality in narrow annular, and the heat transfer coefficient of 1 mm narrow 
annular is almost 40% higher than the heat transfer coefficient of 2 mm narrow 
annular. In the same heat transfer coefficient, pressure drop and mass flux of 1 mm 
narrow annular are smaller than 2 mm narrow annular. Zhang et al. [12] established 
3-D steady heat transfer model of constant wall temperature of fractal tree-like 
microchannel nets on the basis of the Chen and Cheng [13] scheme, which is 
constructal tree-shaped minichannel network. Their numerical solution showed that 
the heat effective coefficient and pressure drop of the network is better than the 
serpentine channel.  
Wu and Cheng [14, 15] reported the flow boiling pheromone of water of parallel 
silicon microchannels of trapezoidal cross-section. The wall temperature, working 
substance temperatures, pressures and mass flux were researched in a series of 
experiments, and flow regimes such as bubbly flow, slug flow, churn flow were 
observed. Wang et al. [16] investigated the flow boiling performance of widening 
mini-channels of U-shaped section. The critical heat flux is 27 W/cm
2 
which is double 
of the critical heat flux of straight mini-channels. Yang et al. [17] studied the flow 
boiling heat transfer with inlet restrictors. The heat transfer coefficient is almost 149% 
higher than the straight channels, and pressure drop is almost 71% lower than the 
straight channels. The range of mass flux is from 400 kg/m
2
·s to 1400 kg/m
2
·s, and 
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the critical heat flux is 552 W/cm
2 
when mass flux is 480 kg/m
2
·s. Kandlikar et al. 
[18] used an over open microchannels. It has higher heat transfer coefficient and 
critical heat flux than other forms of channels, and pressure drop is less than 10 kPa.  
In the present study, experiments of flow boiling heat transfer characteristics 
were conducted a semi-open microchannel heat sink and a straight microchannel heat 
sink. The experimental results were compared with each other. The influences of heat 
flux, vapor quality, mass flux, inlet temperature, channel type, flow pattern, and 
instability on the flow boiling heat transfer coefficients are analyzed and discussed. 
Furthermore, flow patterns were observed with a high-speed video camera. The flow 
regimes in both microchannels were compared and analyzed. The observed flow 
regimes may be used in understanding the flow boiling mechanisms in the 
microchannel heat sinks. 
EXPERIMENTAL RIG AND TEST SECTIONS 
Experimental Setup 
Fig. 1. shows the schematic of the experimental loop in the present study. The 
experimental loop mainly consists of a liquid tank together with a heater and vacuum 
pump, a gear pump, a flow meter, a preheater, a test section, a condenser, a bypass, 
pipe systems and an instrumentation system. The working fluid is acetone. Table 1 
shows the comparison of the physical properties of acetone and water at 101.325 kPa 
[20]. The working fluid is pumped from a liquid tank by a gear pump (SERVECALL 
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L22570). The liquid tank has a capacity of 5.5 liter, and an immersion coil pipe heater 
is installed in the liquid tank, which is utilized to degas the non-condensable gas in 
acetone. The working fluid passes through a 30μm filter and then the flow rate is 
measured by a flowmeter (DMF-1-1A). Before the acetone entering the test section, 
the flowing is preheated by a constant temperature bath to obtain a stable subcooling 
temperature for the experiments, and then passes through a 2-5μm filter. The test 
sections are two microchannel heat sinks which are heated by electricity to generate 
flow boiling conditions. In the test section, there is a direct current power supply 
(ranged 0-50 V) which can display voltage and current concurrently. The heating 
power may be adjusted to obtain the desired test conditions of flow boiling in the test 
section. Then, fluid flows into the condenser and is condensed and the condensed 
fluid flows back to the liquid tank. 
The measured parameters are flow rate, heating power, fluid inlet and out let 
temperatures and inlet and outlet pressures. The flow rate is measured with the 
flowmeter and the electrical heating power is measured with the voltage and electrical 
current. The temperatures are measured with thermocouples and the pressures are 
measured with pressure transducers. The measured parameters such as fluid inlet and 
outlet temperatures and pressures and wall temperatures are acquired by an 
oscillography (YOKOGAWA DL850). Flow visualizations are accomplished with a 
high-speed camera (Motion Pro X4) and an AF Nikkor 50mm f/1.8D lens. Light 
source is provided by a 120W LED focus lamp. The picture may be taken at 
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1000-11000 frames per second. The flow regime pictures and the measured data of 
flow boiling in the microchannel heat sinks may be synchronized by a synchronizer, 
then transported to computer. The measured data are stored in the computer for 
further reduction. 
Configuration of Microchannel Heat Sinks 
The microchannels structure with 3D model of two different types are showed in 
Fig. 2. Both types consist of nineteen parallel channels in the 25 mm × 25 mm heat 
region. The first type, the straight microchannels, as showed in Fig. 2(a), has a 
rectangular cross section of 0.8 mm×1 mm, as control group. The second type, the 
semi-open microchannels as showed in Fig. 2(b), has a channel width of 0.8 mm, fin 
width of 0.4 mm, pedestal height of 0.2 mm. The first half of the microchannels are 
closed just like the straight microchannels. The height of channels is 1mm. The 
second half of the microchannels are fabricated by lowering the fins’ height by 0.2 
mm and open channels. 
Test Section 
As shown in Fig. 3 (a), the test section consists of a steel plate, a Pyrex7740 glass 
top cover, one-piece microchannels copper heating block, a bottom housing, an 
O-ring, electrical cartridge heaters, silicone gaskets and an insulating base. 
Microchannels are incised on the oxygen-free copper heating block to greatly reduce 
the contact thermal resistance. Below the top surface of the heating block, there are 
13 
 
three horizontal holes that are equally ranged up in order of distance. The K-type 
thermocouples (TJ60-CAXL-032U-4) are implanted in the holes to measure the 
temperature of the microchannels for places. Three other K-type thermocouples are 
vertical, equally spaced, and are used to evaluate the heat flux. The heating block 
exist a lug that can fix the copper block and the bottom housing to prevent 
displacement. Silicone rubber is used in the gap between the heating block and bottom 
housing to guarantee of a good seal. Four electrical cartridge heaters are housed in the 
bottom holes of the copper heating block to provide stable heat flux. 
As shown in Fig. 3(b), the inlet and the outlet are arranged horizontally for 
working fluid. The inlet and the outlet are connected with a stainless steel tube to 
reduce the instability of flow. At the end-piece of the inlet, there is a rectangular sink 
which is implemented to drop the flow fluctuation of the incoming flow, and the side 
walls of the sink are designed two holes that are used to measure the pressures and the 
temperature respectively. The equalization board is set up at the top of the sink, to 
ensure that the working fluid is distributed in microchannels equably. The O-ring is 
pressed out between the glass top cover and bottom housing to seal up the working 
fluid. The bottom housing and the insulating base made of Teflon are used to insulate 
the copper heating block. When the all parts are mounted. the silicone gaskets and the 
steel plate can make sure the glass top cover won’t be cracked by the pressure. 
DATA REDUCTION 
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In the single-phase flow, the effective heat absorbed by the acetone is determined 
by 
)-( inoutpeff TTcmq   (1) 
where cp is the specific heat of acetone (J/kg·K), m  is the mass flow rate (kg/s). The 
total power input qin is obtained straightly from the test： 
IUNq ××=in  (2) 
N denotes the number of electrical cartridge heaters (4 electrical cartridge heaters 
used in this study). U and I respectively denotes the voltage and current, which are 
showed in the direct current power supply. Combining with the equations (1) and (2), 
the heat transfer ratio (φ ), of which the effective heat absorbed by the acetone to the 
total power input can be obtained. 
in
eff
=
q
q
φ  (3) 
In the experiment of single-phase flow, the ratio (φ ) is from 0.87 to 0.9, 
depending on the heat flux, inlet temperature, and mass flow in the experiments. The 
approximation of a linear dependency between 
effq  (single-phase) and inq  
(single-phase) leads to satisfactory results, so it is feasible to use the single-phase flow 
ratio value in the flow boiling experiments to obtain the absorbed heat.  
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One dimensional heat conduction equation, the temperature of the channel’s 
bottom was calculated from thermal couple Ttci. The schematic of heat transfer cell 
was showed in Fig. 4. The wall temperature is given as follows: 
cu
cueff
tcitci,w -= k
Hq
TT  (4) 
The effective heat flux 
eff
′′q  is calculated based on the effective area as 
ch
eff
eff =′′ A
q
q  (5) 
where Ach denotes the total effective area for convection in the straight microchannels 
shown in Fig. 4(a) and for the convection in the semi-open microchannels shown in 
Fig. 4(b), which are respectively given by Eqs. (6a) and (6b): 
ch c 1 l1( 2 )A NL w H   for the straight microchannel (6a) 
)′++(= 2l21l1ch HηHηwNLA c for the semi-open microchannels (6b) 
2
+=′ 2l2l
δ
HH  (7) 
where wc is the perimeter of the width of the micro-channel, N is the total number of 
the semi-open microchannels, δ  is the width of fin, 1η  represent an adiabatic fin 
tip condition which is used due to the non-conductive material of the top cover, for 
the l1 (the channel of the first 12.5 millimeters), and 2η  represent a convective fin tip 
condition which is used for the l2 (the channel of the last 12.5 millimeters) because of 
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the fin tip of stepped fin exposed to fluid flow. The fin efficiencies are given by Eqs. 
(8) and (9) as follows: 
l1
1
l1
tanh( )mH
mH
   (8) 
2l
12
2 ′
)′tanh(
=
Hm
Hm
η  (9) 
where m  is the fin parameter as calculated as follows: 
δLλ
δLh
m
)+(2
=
tci,tp
 (10) 
chtci,sat
eff
tci,tp Δ
=
AT
q
h  (11) 
the Ach and htp,tci can be calculated from Eqs. (6a), 6(b), (8), (9), (10) and (11) with an 
iterative scheme. 
tci,sattci,wtci,sat -=Δ TTT  (12) 
where ΔTsat,tci is the local wall superheat degree, Tw,tci is the local wall tempera
-ture and Tsat,tci is the local saturation temperature based on the local pressure. 
Linear distribution of pressure drop along the stream-wise direction is assumed. 
The vapor quality is defined as an energy balance as follow,  
]-[
1
= intci,satp
ieff
fg
）（ TTc
L
L
m
q
h
x

 (13) 
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Where hfg is the latent heat of vaporization, Li is the distance from the measuring 
location to the inlet, cp is constant-pressure specific heat. In the present study, the 
local boiling heat transfer of the downstream thermal couple position (Ttc3) which is 
near the outlet of channel was paid close attention. 
Measurement Uncertainties  
Using a standard error analysis [21], the measurement of uncertainties for the 
experimental parameters are summarized in Table 2. The following equations are used 
to analyze the uncertainties: 
22
eff
eff
)
Δ
(+
Δ
=
Δ
Tδ
Tδ
m
m
q
q
）（


 (14) 
22
ch
ch2
eff
eff
tcitp,
tcitp,
)
Δ
(+)
Δ
(+
Δ
=
Δ
Tδ
Tδ
A
A
q
q
h
h
）（  (15) 
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ch
ch2
eff
eff
)
Δ
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Δ
(+)
Δ
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Δ
=
Δ
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L
Tδ
Tδ
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A
q
q
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x
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EXPERIMENTAL RESULTS AND DISCUSSION 
Boiling Curves 
Boiling curves were plotted for the straight micro-channel sink and semi-open 
micro-channel sink at different mass fluxes in Figs. 5 and 6, respectively. The boiling 
curves show the effective heat fluxes versus the local wall superheat (the temperature 
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difference between the wall and the local saturation temperature) obtained from the 
end of the channel near the outlet (Ttc3). Six mass fluxes from 4.34 kg/m
2
s to 15.62 
kg/m
2
s for the heat fluxes in the range of 0-90 kW/m
2
 are illustrated in the boiling 
curves. The inlet temperature of the acetone was controlled at 20C, which meant the 
subcooling of boiling curves was approximate 36C in the present study. According 
the boiling curves, with increasing heat flux, the temperature of wall rapidly rises. A 
single-phase forced convection in channel may be observed in the beginning. When 
the heat transfer processes reach the onset of nucleate boiling (ONB), the slopes of the 
boiling curves abruptly change. It also shows that the higher mass flow rate lead to a 
larger heat flux at a given wall superheat, no matter in the single-phase region or the 
boiling region in both types of microchannels. It shows that the heat flux of ONB 
depends on the mass flux. Higher heat fluxes may occur at ONB with increasing the 
mass flux in both types of microchannels as shown in Figs 5 and 6. This is in 
consistent with the results reported by Galvis and Culham [22]. In addition, the 
semi-open microchannels are able to touch off the ONB at a smaller wall temperature 
overshoot than straight microchannels at the same mass flux. The minimum 
temperature overshot of semi-open microchannels is 1.3℃,which is smaller than 
other pass studied by Sun et al. [23].It may be attributed to that the semi-open 
microchannels provide more active nucleate sites, promoting bubble embryos to grow 
and depart at low wall temperature overshoot. By the same token, wall superheat 
excursion found after the initiation of boiling in semi-open microchannels is smaller 
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than it in straight one. After the ONB, the boiling curves at different mass fluxes have 
the same starting point. This may be relevant to the nucleate boiling dominant region. 
With further increasing the heat fluxes, the boiling curves at different mass fluxes 
separate, implying that heat fluxes are strongly dependent on the mass fluxes.  
As shown in Fig. 5, the curves coincide with each other at above 5℃ of superheat 
for high mass flow rates (G =13.02 -15.62 kg/m
2
 s). It is notable that the mass fluxes 
have little effect on the boiling curves after the temperature overshoot, illustrating that 
the nucleate boiling mechanism is the dominance in the straight microchannels. 
However, for the semi-open microchannels, the curves are separated from each other 
as showed in Fig. 6, implying that the convective boiling mechanism dominates over 
the nucleate boiling mechanism. These observations are in consistent with the 
phenomena observed by Galvis and Culham [22]. 
The Effects of Heat Flux on Flow Boiling Heat Transfer 
The effects of heat flux and vapor quality on the local heat transfer coefficients 
are illustrated in Figs. 7 and 8. In all cases, the local heat transfer coefficients reach 
the maximum at the starting point of boiling. The number of nucleation sites may be 
provided for numerous tiny cavities existing in the wall of semi-open microchannels. 
The nucleation sites lead to the bubble formation, up-growth and departure when the 
nucleate boiling begins. The phenomenon caused massive release of latent heat to the 
outside, so the htp in all cases was large at the initial region of boiling. The stage had 
20 
 
something to do with the nucleate boiling dominant region [24]. It can be more 
obviously showed in Fig. 7 that the heat coefficients for all mass fluxes converge into 
a single set of curves at the initial region of boiling, indicating that the mass flux had 
weak influence on the flow boiling heat transfer coefficients [25, 26]. With increasing 
the heat flux and vapor quality, the flow boiling heat transfer coefficients decreases at 
low mass fluxes. These results are also reported by Sumith et al. [27]. This 
observation may be explained by the forced connective boiling dominant heat transfer 
mechanisms. According to the observed flow regimes related to the heat transfer 
behaviors, both the churn flow and annular flow regimes occur in the microchannels, 
and the heat transfer is mainly through the thin film evaporation. Due to these 
contributions based on the observed flow regimes and heat transfer mechanisms, the 
forced convective boiling heat transfer dominates in the boiling process at these 
conditions. The heat flux and vapor quality have a significant effect on the flow 
boiling heat transfer performance in the semi-open microchannels. 
The Effects of Mass Flux on Flow Boiling Heat Transfer 
The experimental include six different mass fluxes ranging from 4.34 kg/m
2
s to 
15.62 kg/m
2
s and the inlet temperature was 20ºC as shown in Figs. 7 and 8. It can be 
seen that the flow boiling heat transfer coefficients have three different modes at 
diverse mass flux regions. In the low mass flux region of 4.34 kg/m
2
s to 8.68 kg/m
2
s, 
apart from the ONB region, the boiling process is dominated by forced connective 
boiling mechanism. With increasing the heat flux, the liquid film may become 
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thinner, which made bubbles to tend to not grow in the churn flow or annular flow. 
Furthermore, the dry-out phenomenon would happen more frequently. All these result 
in a decrease in the local heat transfer coefficient at low mass fluxes [28]. In the 
middle mass flux region of 11.28 kg/m
2
s to 13.12 kg/m
2
s, the local heat transfer 
coefficients become constant with increasing the heat flux until dry-out. The heat 
transfer process is dominated by the mixture boiling mechanisms including both the 
nucleate boiling dominated mechanism and forced connective boiling dominated 
mechanism [29]. In the high mass flux region of 15.62 kg/m2s and above, the nucleate 
boiling mechanism controls the flow boiling heat transfer process in the 
microchannel. The local heat transfer coefficient stably increases with the increasing 
the heat flux. The high speed visualizations indicated that bubbly flow is the major 
visible flow patterns under the test condition. This heat transfer behavior was also 
observed by Bao et al. [30]. 
The Effects of Inlet Temperature on Flow Boiling Heat Transfer 
Experiments were also conducted in the semi-open microchannels at two 
different inlet temperatures in order to research the effects of the inlet temperature on 
the flow boiling heat transfer performance. Two different inlet temperatures of 20ºC 
and 30ºC and three different mass fluxes of 6.94 kg/m
2
s, 11.28 kg/m
2
s and 15.62 
kg/m
2
s were used in the experiments. As seen in Figs. 9 and 10, for the inlet 
temperature of 20ºC, the highest heat transfer cofficient is 5524.18 W/Km
2 
at the 
effective heat flux q"eff  = 27.36 kW/m
2
 and a mass flux of 15.62 kg/m
2
s. The lowest 
22 
 
heat transfer cofficient is 820.44 W/Km
2 
at an effective heat flux q"eff = 58.85 kW/m
2
 
and a mass flux of 6.94 kg/m
2
s. The dry-out phenomenon occurs at the mass flux of 
6.94 kg/m
2
s. For the inlet temperature of 30ºC, the maximum heat transfer cofficient 
is 5134.16 W/Km
2 
at an effective heat flux q"eff = 22.49 kW/m
2
 and a mass flux of 
15.62 kg/m
2
s. The lowest heat transfer cofficient is 736.97 W/Km
2 
at an effective heat 
flux q"eff = 54.14 kW/m
2
 at a mass flux of 6.94 kg/m
2
s. From the measured results 
shown in Figs. 9 and 10, the inlet temperature has a significant effect on the flow 
boiling heat transfer behavior. The heat transfer coefficients at the low inlet 
temperature of 20ºC are higher than those at the high inlet temperature of 30ºC in the 
range of mass fluxes used. The phenomena are mainly due to the liquid of low inlet 
temperature could absorbs more heat and main better heat transfer performance. 
The Effects of the Microchannel Types on Flow Boiling Heat Transfer 
As shown in Figs. 11 and 12, the semi-open microchannels have a better heat 
transfer performance than the straight microchannels at low or middle mass fluxes. 
This is involved with its larger surface area and thus results in more nucleation sites in 
the boiling process. It shows that the straight microchannels have lower flow boiling 
heat transfer coefficients than the semi-open microchannels at low or middle mass 
fluxes while both microchannels have similar heat transfer coefficients at high mass 
fluxes. With increasing the heat fluxes and vapor qualities, both type of 
microchannels show similar variations of heat transfer coefficients. At high mass 
fluxes, the flow boiling heat transfer coefficient increases with increasing the mass 
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flux except the onset of nucleate boiling. At middle mass fluxes, flow boiling heat 
transfer coefficients keep constant and the heat flux and vapor quality have little 
effects on the results. At low mass fluxes, both the types of microchannels show 
decrease in heat transfer coefficients with increasing the heat flux and vapor quality. It 
can be seen that The maximum heat transfer coefficient in the semi-open 
microchannels is 1.4 times that of the straight microchannels at the same experimental 
conditions. The heat transfer enhancement is significant. However, it seems that the 
effects of mass fluxes on the flow boiling heat transfer coefficients are little for both 
types of microchannels in the present study. In the meantime, the semi-open 
microchannels stack with a new influence on the function of flow boiling heat 
transfer. The phenomenon was also observed in Balasubramanian et al. [31].  
Analysis of the Flow Boiling Heat Transfer Mechanisms Based on Observed Flow 
Patterns 
Flow boiling heat transfer mechanisms are intrinsically related to flow patterns 
and therefore, it is essential to relate the heat transfer mechanisms to the 
corresponding flow patterns [32]. In the present study, different behaviors above of 
flow boiling heat transfer of the two types are linked to the type effects on the flow 
patterns. As mentioned in the forging, the nucleate boiling mechanism dominated the 
microchannels at the beginning of boiling. Figures 13(a) and (b) show the observed 
flow patterns in the semi-open micorchannels and the straight microchannels, 
respectively. As shown in Fig. 13(a), in the semi-open microchannels, the bubbles 
24 
 
bocome bigger and coalesce with each other, because of enough space. It thus delays 
the transition from bubbly flow to elongated flow. As shown in Fig. 13(b), in the 
straight microchannels, the expansion of bubbles is restricted by the side walls, thus 
the size of bubbles are confined to a small limit.  
Fig. 14(a) shows the process of elongation bubble’s expansion from upstream to 
downstream at the mass flux of 11.28 kg/m
2
s and the heat flux of 29.54 kW/m
2
 in the 
semi-open microchannels. At the beginning of the elongation of bubble, it expands in 
upstream and downstream synchronously because of the wall surface. However, when 
the fins are stepped down in the downstream, the back-ends of bubbles have more 
spaces to expand. At the same time, the front-ends of bubbles slow down the speed of 
expansion towards upstream, as showed in Fig. 14(a) (5-30 ms). As the back-end of 
bubble coalesces with an adjacent bubble which is in the downstream, the front-end of 
bubble stops to grow up as showed in Fig. 14(a) (30-40 ms), and with the 
development of coalescence of two bubbles, the front-end of bubble migrated 
downstream relatively rapidly until the total integration of both bubbles, as showed in 
Fig. 14(a) (50-95 ms). According to these observations, the semi-open microchannels 
effectively prevent the inverse flow in the microchannels and slow down the transition 
from the bubbly flow to the elongated flow or the churn flow, making the bubbly flow 
exist in a longer time interval, and thus increasing flow boiling heat transfer 
performance. 
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Fig. 14(b) shows the process of elongation of the bubble’s expansion from the 
upstream to the downstream at the mass flux of 11.28 kg/m
2
s and the heat flux of  
9.54 kW/m
2
 in the straight microchannels. It can be seen that the flow pattern has 
been transited to the elongated flow. A transition from the bubbly flow to the 
elongated flow is much faster than that in the semi-open microchannels due to its 
more intense wall confinement. In Fig. 14(b) (0-50 ms), the elongation bubbles 
expand in the upstream and downstream fleetly, and push the upstream bubbles which 
coalesced together to flow inversely. Due to the increases of the inlet pressure, the 
elongation bubbles are pushed to the downstream, as shown in Fig. 14(b) (75-00 ms). 
The period is about 100 ms. The elongated flow pattern and the churn flow pattern in 
the straight microchannels suppress the nucleate boiling significantly, thus decreasing 
the flow boiling heat transfer performance as compared to the observed phenomena in 
the semi-open microchannels. 
As showed in Fig. 15(a) and (b), at higher heat fluxes, dry-out and inverted 
annular flow can be observed in the microchannels at middle and low mass fluxes. 
This flow patterns result in a serious deterioration of flow boiling heat transfer 
performance, the heat transfer coefficients decrease sharply, as showed in Figs. 11 
and 12. Such flow patterns in microchannels were also reported in other studies. [33, 
34]. 
CONCLUSIONS 
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In the present study, experiments of flow boiling in a novel structure of 
microchannels-semi-open microchannels were conducted at different conditions. The 
effects of heat flux, mass flux, inlet temperature and the microchannel types on the 
boiling performance were examined. The following conclusions may be obtained 
from this study. 
1. The semi-open microchannels may make the ONB at a smaller wall 
temperature overshoot than the straight microchannels at the same mass flux. 
The main reason is because the semi-open microchannels may enhance the 
number of active nucleate sites, promote the bubble embryos to grow and 
depart at low wall temperature overshoot. 
2. The local flow boiling heat transfer coefficients are dependent on the heat 
flux, the mass flux and the inlet temperature. The maximum heat transfer 
coefficients may be achieved at the heat flux of ONB, high mass flux and low 
inlet temperature. 
3. The semi-open microchannels have higher heat transfer behaviors than the 
straight microchannels. The heat transfer mechanisms are strongly related to 
the observed flow patterns. 
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Table 1 Properties of acetone and water tested at saturation temperature [20]. 
 
Property Unit Acetone Water 
Pressure kPa 101.325 101.325 
Liquid density kg/m
3
 788 958 
Vapor density kg/m
3
 2 0.6 
constant pressure specific heat kJ/kg·K 2.253 4.220 
Latent heat kJ/kg 498 2257 
Liquid thermal conductivity W/m·K 0.1521 0.683 
Liquid dynamic viscosity μPa·s 236.2 282.5 
Vapor dynamic viscosity μPa·s 8.248 12.023 
Surface tension N/m 0.0198 0.0589 
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Table 2 Uncertainties of the experimental parameters. 
 
Parameters Uncertainty 
Temperature (T) 
  
            ±0.1C 
 
Total area effective for convection (Ach)  
 
 ±0.36% 
Flow boiling heat transfer 
coefficient (htp,tci) 
 
±0.8% 
Mass flow rate   ̇) 
 
±0.02% 
Effective heat adsorption (qeff) 
 
±0.5% 
Vapor quality (x) ±0.5% 
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Fig. 1 Schematic of the experimental loop. 
Fig.2 Geometries of the microchannel heat sinks: (a) the heat sink with 19 straight 
microchannels; (b) the heat sink with 19 semi-open microchannels. 
Fig. 3 Schematic of the test section: (a) Exploded view drawing; (b) Sectional view 
drawing. 
Fig. 4 Heat transfer modes: (a) the straight microchannels; (b) the semi-open 
microchannels. 
Fig. 5 The boiling curves of straight microchannels: (a) at high mass flux, (b) at low 
mass flux. 
Fig. 6 The boiling curves of semi-open microchannels: (a) at high mass flux, (b) at 
low mass flux. 
Fig. 7 The effect of the heat flux and the mass flux on flow boiling heat transfer 
coefficient with respect to the effective heat flux. 
Fig. 8 The effect of the heat flux and the mass flux on flow boiling heat transfer 
coefficient with respect to the vapor quality. 
Fig. 9 The effect of the inlet temperature on the flow boiling heat transfer coefficient 
with respect to the effective heat flux. 
Fig. 10 The effect of the inlet temperature on flow boiling heat transfer coefficient 
with respect to the vapor quality. 
Fig. 11 The effect of the microchannels types on the flow boiling heat transfer 
coefficient with respect to the effective heat flux. 
Fig. 12 The effect of the microchannel types on flow boiling heat transfer coefficient 
with respect to the vapor quality. 
Fig 13 Observed bubbly flow in microchannels: (a) semi-open microchannels; (b) 
straight microchannels. 
Fig. 14. (a) bubble elongation of semi-open microchannels at Tin = 20 ℃, G = 11.28 
kg/m
2
s and q"eff = 29.54 kW/m2; (b) bubble elongation of straight microchannels at 
Tin = 20 ℃, G = 11.28 kg/m
2
s and q"eff = 29.54 kW/m
2
. 
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Fig. 15. Flow patterns for semi-open microchannels (a) Dry-out at Tin = 20 ℃, G = 
11.28 kg/m
2
s and q"eff = 72.81 kW/m
2
, (b) Inverted annular flow at Tin =20℃, G = 
6.94 kg/m
2
s and q"eff = 58.85 kW/m
2
. 
 
 
 
 
 
Fig. 1 Schematic of the experimental loop. 
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(b) 
 
Fig.2 Geometries of the microchannel heat sinks: (a) the heat sink with 19 straight 
microchannels; (b) the heat sink with 19 semi-open microchannels. 
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(a) 
 
 
(b) 
 
Fig. 3 Schematic of the test section: (a) Exploded view drawing; (b) Sectional view 
drawing. 
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(a) 
 
 
(b) 
Fig. 4 Heat trandfer modes: (a) the straight microchannels; (b) the semi-open 
microchannels. 
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(b) 
 
Fig. 5 The boiling curves of straight microchannels: (a) at high mass fluxes, (b) at 
low mass fluxes. 
 
 
 
 
 
(a) 
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(b) 
 
Fig. 6 The boiling curves of semi-open microchannels: (a) at high mass fluxes, (b) 
at low mass fluxes. 
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Fig. 7 The effect of the heat flux and the mass flux on flow boiling heat 
transfer cofficient with respect to the effective heat flux. 
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Fig. 8 The effect of the heat flux and the mass flux on flow boiling heat 
transfer cofficient with respect to the vapor quality. 
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Fig. 9 The fffect of the inlet temperature on flow boiling heat transfer 
cofficient with respect to the effective heat flux. 
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Fig. 10 The effect of the inlet temperature on flow boiling heat transfer 
cofficient with respect to the vapor quality.  
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Fig. 11 The Effect of microchannel types on flow boiling heat transfer 
cofficient with respect to the effective heat flux. 
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Fig. 12 The effect of microchannel types on flow boiling heat transfer 
cofficient with respect to the vapor quality. 
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(a) (b) 
 
Fig 13 Bubbly flow in microchannels: (a) semi-open microchannels; (b) straight 
microchannels. 
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(a) (b) 
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Fig. 14. (a) bubble elongation of semi-open microchannels at Tin = 20 ℃, G = 11.28 
kg/m
2
s and q"eff = 29.54 kW/m2; (b) bubble elongation of straight microchannels at 
Tin = 20 ℃, G = 11.28 kg/m
2
s and q"eff = 29.54 kW/m
2
. 
 
  
(a) (b) 
 
Fig. 15. Flow patterns for semi-open microchannels (a) Dry-out at Tin = 20 ℃, G = 
11.28 kg/m
2
s and q"eff = 72.81 kW/m
2
, (b) Inverted annular flow at Tin =20℃, G = 
6.94 kg/m
2
s and q"eff = 58.85 kW/m
2
. 
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